
ARCS Instrument Replacement Form     

Fill out the following form when replacing instruments at an ARCS site:  
 
System:  SMet         
 
Site:   Darwin 
 
 
OLD Configuration         

Part Number Serial Number Location Configurati
on Version 

Change 
Item 14 

Change 
Item 15 

Date 
UTC 

Time Start 
UTC 

Time End 
UTC 

CR23x 5964 Darwin N/A   19Apr05 0015 0050 

         

NEW Configuration         

Part Number Serial Number Location Configurati
on Version 

Change 
Item 14 

Change 
Item 15 

Copy Config. 
Logger to PC 

Save to 
EPROM(E) 

Update 
Version # 

CR23x 7116 Darwin N/A       

 
Replacement completed by:  Rex Pearson 
 

NOTES:  
Old Part remains on site as spare:  
 
Old part packed for shipment to: SGP   
 
Other old part disposition (explain):  
 
Other NOTES: Original configuration uploaded to logger (No config changes) 
 
 

FM(OPS)-008.001 


